=

’ . S T
(PN ¢ 0383qe VY
E-mail : bagerhatpbs@yahoo.com
(ATe E”B, Wilg? 5 ' Website: www.pbs.bagerhat.gov.bd
0 AT, S8wo ISH
SIEP 72-39.53.050b.92.05,00b. 39, ERLE e — o —
2-29.5.050b.¢ 0% 0. 22 oifs o 0%

fR¥ws- Online UPS 73331tz3 w3+ (RFQ) &2t

ARG ARCR oy ogfker sieen Hasfde f@rd ¢ =i w3l ox (72) © Online
UPS *{<azd &) Sffe 393 oy o€ Jieey IREAWMeR 2o AFoP I/ IR
s AfowieTa fAes 2300 oy TheRs s fNafefs [eee @32 TSl M (e7ge 19+a

(RFQ) SR 41 (R |
FhF A SferrareeR R AfFa | @I T | NG T
Specification of Online UPS (UPS-2):

Brand Internationally Reputed Brand

Model To be Mentioned by bidder

Country of Origin  |To be Mentioned by bidder

Capacity Min.3000VA or Higher

Backup time Minimum 30 Min. in half load & Minimum
15 Min in Full load

Input voltage range |110-280 VAC.

Frequency 50Hz+ 5%.

Protection Fuse

Out put voltage 220V AC + 5%.

oy [Iransfer time 0 ms oy b

Battery type Lead acid.

Recharge time 8 hrs to 90% after fully discharge.

No. of Battery blocks|Minimum 6

Protection Built-in Automatic voltage Regulator with
lightning  surge  protection, Spike
burnouts, over voltage & under Voltage
cut- off, Battery low & over charge
protection & Surge protection.

Accessories Completed with configuration as per site
requirement

Standard ISO 9001, CE for manufacture.

Warranty 3 Year.
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BREB ITEM: UPS-1 thru UPS-§°

PUBLICATION 1209-2016

BANGLADESH RURAL ELECTRIFICATION BOARD (BREB)

PEOPLES REPUBLIC OF BANGLADESH
STANDARD FOR
UNINTERRUPTIBLE POWER SUPPLY

Specification of Online UPS for Server (UPS-1):

Brand Internationally Reputed Brand.
Model To be mentioned by the bidder
Country of Origin To be mentioned by the bidder
Capacity Minimum 3000 VA or Higher
Backup time Minimum 30 Min. in half load & Minimum 15 min in full load
Input voltage range 110-280V AC.

Frequency 50 Hz + 5%.

Protection Fuse.

Out put voltage 230V AC + 5%.

Transfer time 0 ms

Battery type Lead acid.

Recharge time 8 hrs to 90% after fully discharge.
No. of battery blocks | Minimum 6

Protection

Built-in Automatic voltage Regulator with lightning surge protection, Spike
burnouts, over voltage & under Voltage cut- off, Battery low & over charge
protection & Surge protection. :

Accessories

Completed with configuration as per site requirement.

Standard

ISO 9001, CE for manufacturer

Warranty

3 Years.
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